FUEL GAS GENERAL NOTES 5
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® ALL PLUMBING WORK SHALL MEET ALL THE REQUIREMENTS OF THE "2020 FLORIDA 2
FUEL GAS CODE, PLUMBING — 7TH EDITION" Q
e REVIEW PLANS OF ALL TRADES PRIOR TO BIDDING AND INSTALLATION TO INCLUDE
ALL PLUMBING FOR COMPLETE SYSTEMS SHOWN ON THE PLANS AND AS REQUIRED.
® COORDINATE WITH OTHER TRADES TO PREVENT INTERFERENCE WITH OTHER TRADE
WORK.
® ALL CHANGES SHALL BE APPROVED BY THE ENGINEER. 5|y
2| ©
© COORDINATE WITH THEA AND ENGINEERING DRAWINGS BEFORE ROUGHING—IN. 5 s
e VERIFY LOCATION OF EXISTING GAS SERVICE AND THE LOCATION OF NEARBY P
UTILITIES PRIOR TO INSTALLATION. 2 | 5|44
o
® ITIS IN THE INTENT OF THESE DRAWINGS TO COVER ALL WORK AND MATERIAL.
ANY EQUIPMENT, PLUMBING FIXTURE, TRIM HARDWARE AND/OR DEVICES USUALLY
NEW GENERATOR TO REPLACE EXISTING UTILIZED IN THE CLASS OF WORK, THOUGH NOT SPECIFICALLY MENTIONED OR HS
ﬁgw':E'QL%RE}JE'EF%%EP'A%CA&%N ON SHOWN ON THESE DRAWINGS, BUT WHICH MAY BE NECESSARY FOR THE Z0
. SATISFACTORY COMPLETION OF THE WORK (AS DETERMINED BY THE ENGINEER) S
ELECTRICAL PLANS FOR GENERATOR EXISTING ABOVE GROUND 500—GALLON o =
DETALS. COORDINATE. EXACT SPOT OF IEI;(ISQI'?I\?GS(;gs élgE:I'ETﬁ\é)}EJ SSET}?&F;FI,Eg T0 allblglkL BE FURNISHED AND INSTALLED BY THE CONTRACTOR AS PART OF HIS TOTAL gg
GENERATOR WITH ELECTRICAL PLANS. : TH
PAD TO REMAIN o ALL WORK, BOTH MATERIAL AND INSTALLATION, SHALL BE GUARANTEED FOR A -
PERIOD OF ONE YEAR FROM DATE OF ACCEPTANCE BY THE OWNER. 5 w3
NEW GENERATOR REQUIRES A £ <
MAX OF 191 SCFH OF LP AT ® ABOVE GROUND GAS PIPING SHALL BE SCHEDULE 40 BLACK STEEL. EXPOSED 5 52
FULL LOAD, SEE GENERATOR NWwos | e PIPING SHALL BE PAINTED YELLOW WITH (2) COATS OF A CORROSION INHIBITING L
INFORMATION FOR MORE DETAILS PAINT. 10 THE BEST OF THE ENONEERS KNOWLEDGE
ELECTRICAL PANELS REGULATOR T o e e
SEE ELEGTRICAL NEW 1" LP LOW PRESSURE ® CONNECTIONS OF PIPING WITH DISSIMILAR METALS SHALL HAVE THE PROPER - 1S DOGUNENT 1S VALD FOR 12 HONTHS oM
SHEETS FOR DETAILS EXTENDED HIGH PRESSURE | — GAS PIPING TO NEW GENSET DIALECTIC FITTINGS TO INHIBIT CORROSION. HALL ENCRIESRNG CROUR. . RETANS
PIPE SHALL MATCH EXISTING — — PUBLISHING, DISCLOSURE OR REPRODUCTION
MATERIAL AND SHALL EXTEND  _— ¢ — — — — — — — GAS CONNECTION =~ WiioLr Sonaet
FULL SIZE TO NEW REGULATOR—— | | T = == —|— — — — — _ _ _ _ _ r EE'GSJI'_"L%OFI;RET%S%EEA AIN
EXISTING TO REMAIN, HIGH s|en
] EE 1] ] m PRESSURE LP GAS PIPING gtz
O 5 L FROM STORAGE TANK TO FUEL GAS LEGEND |2l E
EXISTING BELOW GROUND 8z 2
CONDUIT SLEEVE AND THEN gls =8
CODU e Vet DESCRIPTION ABBREV. SYMBOL o8l 12
GENERATOR. NEW GAS PIPING G T al -,
REMOVE EXISTING LP GAS PIPING AND REGULATOR BACK TO EXISTING UNDERGROUND SLEEVE AND THEN 89 {:
PROVIDE NEW PIPING CONNECTION TO EXISTING PIPING, EXTEND HIGH PRESSURE PIPE FULL SIZE TO GAS COCK GC v, £ 89 =
NEAR NEW GENERATOR GAS CONNECTION AND NEW REGULATOR. PIPE SHALL RUN A MINIMUM OF 4” v £ DAl s%
ABOVE GRADE PER FFGC SECTION 404.9. PROVIDE UNISTRUT PIPE SUPPORTS AS NEEDED. EXISTING GAS PIPING 6 | -=-===—=- g @ ~E
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EXISTING PIPING FROM z QO
TANK TO BELOW _ LU
GRADE TO REMAIN P e . (D
- HIGH PRESSURE GAS PIPING EXTENDED FULL SIZE OF EXISTING AND 5 N
7 OPERATES AT HIGH LP TANK PRESSURE, EXTENSION IS MINIMAL 5 =
. ’ (0}
GAS COCK (TYP) - DISTANCE; LESS THAN 10 s =
_ 7 LOW PRESSURE GAS PIPING SIZED ACCORDING TO "FLORIDA BUILDING
NEW GENERATOR DIRT LEG (TYP) ({ CODE, FUEL GAS — 7TH EDITION” TABLE 402.4(28). 1" GAS LINE.
477,500 BTU ~_\ 1 APPROXIMATELY 20'—0" TOTAL DEVELOPED LENGTH AT 11" W.C. WITH
' g }.’ 0.5" W.C. PRESSURE DROP (787,000 BTU) CAPACITY). TOTAL GAS
NEW LP PRESSURE - LOAD WILL BE 477,500 BTU. _
REGULATOR, SET TO
» ’ / R —
11" WATER COLUMN - ~____ EXISTING SLEEVED PROVIDE PRESSURE REGULATOR AS REQUIRED <
- BELOW GRADE LP GAS o
I/ - PIPING TO REMAIN ||-|_J
)
EXTENDED HIGH PRESSURE o
GAS PIPING FULL SIZE awg,, <
CONNECTED TO EXISTING Sh R e B HAg, v, O
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